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Automatic Fire Protection Systems
C-site

Area Detection Suppression

Laboratory, Office Building ASWF WP

CICADA/Main Control Room I, T/RR H

Control Room Addition I, ASWF H, WP

Cafeteria AT, I, ASWF WP

Cooking Hoods T WC

Lobbies & Commons I, ASWF WP

Administration Building AT, ASWF WP

Telephone Exchange Room I, ASWF H, WP

Administration Wing AT, ASWF WP

Theory Wing AT, ASWF WP

Library I, ASWF WP

PPLCC I, ASWF WP

Modules I & II ASWF WP

HVAC Units I None

Laboratory Building AT ASWF

Room L-208, 210, 211, 215, 216 I, PE, AT, ASWF PS, H

L-137, 138 I, AT, ASWF H, ASWF

NEW ASWF WP
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Automatic Fire Protection Systems
C-site

Area Detection Suppression

CS Building AT None, except

PLT & PBX Control Rooms I H

High Bay Area I, F H

On & Below PBX-M I, PE H

Basement I, PE H

Janitor's Area I, T, ASWF WP

DAS Computer Room I H

DAS Tape Vault I H

C-222 I H

PBX-M NB Control Room I H

RF Building I, AT None, except:

R-101 I, ASWF WP

PBX-M NB Power Enclosure I CO2

R-104 I H

R-105 & 106 I, ASWF WP

R-108 I H

S-1 High Bay I, ASWF PS

S-1 Power Room I H

2nd & 3rd Floors, West Side I, ASWF WP

Cooling Tower T, ASWF DS

ESAT Building I, ASWF
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Automatic Fire Protection Systems
C-site

Area Detection Suppression

MG Building AT None, except

Basement Storage Area AT WP

Oil  Resivor Tanks ASWF WP

MG Stators T/RR CO2

MG Control Room I H

MG Rectifier Area I H

Cable Trays & Transformer Areas I None

PLT Rectifier Building I,ASWF WP

C-site Cooling Tower T,ASWF DS

C-site Pump House AT None

D-site Cooling Tower T,ASWF DS

D-site Pump House I ASWF

FED Building ASWF WP

Old Section AT,ASWF WP

New Section I, ASWF WP

Warehouses ASWF WP

CAS/RESA Building ASWF WP

Emergency Vehicle Building ASWF WP

Engine Room T, ASWF WP

REML I None

CASL ASWF WP

Hazardous Material Storage Building I,T/RR None

QA/C Trailers I None

Canel Pump House T/RR, AT CO2

C-site Guard Booth I None
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Automatic Fire Protection Systems
D-site

Area Detection Suppression

LECT Area None None

Mock-Up Building I, T/RR, ASWF WP

Gallery I, ASWF WP

Cryogenics I, T/RR, ASWF WP

Hot Cell I, T/RR, ASWF PS

Test Cell I, T/RR, ASWF PS

Test Cell Basement I, T/RR, ASWF PS

DARMs I, T/RR, ASWF partial WP in
UD, H

Tritium Area I, T/RR, ASWF WP

Basement Corridor I, ASWF WP

NBPC Building I, ASWF WP

FCPC Building I, ASWF WP

MG Building I, ASWF WP

Stator Pits T/RR CO2

Stand-By Generator T/RR PS

Safety Trailers I, T/RR None

Other Trailers None None

Tritium Support Facility ASWF WP


